6" MIN.  (ROUND OR SQUARE)

[~

q ©

12' 6" MIN.

12' MIN.

CONDUIT
STRAPS

If

5'MAX.

J—

\ !

2 1/2" RIGID CONDUIT
(FURNISHED & INSTALLED
BY CUSTOMER / ELECTRICIAN)

BOTTOM OF ENCLOSURE
FOR DISCONNECTING MEANS

\ S.R.E. CONDUCTORS
(FURNISHED & INSTALLED
\ BY SRE)

CONNECTION POINT

\ CUSTOMER CONDUCTORS
(FURNISHED & INSTALLED
BY CUSTOMER / ELECTRICIAN)

*NOTE: CUSTOMER CONDUCTOR TAILS
MUST BE A MINIMUM OF 24" IN LENGTH
IN ORDER TO FORM DRIP LOOP

—=— 20' POLE * (FURNISHED & INSTALLED BY CUSTOMER/
ELECTRICIAN)

* EXCEPTION *

SPALDING COUNTY - POLE MUST BE 16' MIN. ABOVE THE GROUND
UPSON COUNTY - POLE MUST BE 14' MIN. ABOVE THE GROUND

GROUND LINE

46"

8'GROUND ROD ———
(FURNISHED & INSTALLED
BY CUSTOMER / ELECTRICIAN)

NOTE: INSTALLATION
MUST MEET ALL APPLICABLE
CODES.

Southern

ivers Energy

- A Tounhstone Breren®™ Clioperative ﬁﬁ{
=7

METER POLE INSTALLATION
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